Electrical System Status on          24/12/2003

A- Steam Power Stations

	Power Stations
	Fuel 

Use 
	No. of Units
	No. of Operating Units
	Units Load
	Total Load

MW
	Remarks

	
	
	
	
	1
	2
	3
	4
	5
	6
	
	

	Dibis
	N.G
	4
	2
	10/12
	7
	-
	7
	
	
	17
	No.1 prog maint.

No.3 FDF

	
	
	
	
	25/1/04
	
	
	
	
	
	
	

	Baiji
	F.O
	6
	3
	100
	-
	85
	90
	-
	5/12
	275
	No.2 Stopped at 1015 high bearing temp.

No.5 Rehab. 

No.6 prog maint.

	
	
	
	
	
	
	
	
	
	19/1/04
	
	

	Dura
	F.O
	4
	2
	
	
	75
	-
	-
	-
	75
	No.4  Outer leaks. 

No (5+6) Rehab.

	S. Bagh.
	F.O
	6
	1
	-
	25
	-
	-
	1/12
	11/11
	25
	No.1 Stopped at 1348 boiler leakage.

No.3 Stopped at 945 boiler leakage.

No.4 boiler leakage.

No. (5+6) prog  maint.

	
	
	
	
	
	
	
	
	15/1/04
	26/12
	
	

	Mussaibe
	C.O +

F.O
	4
	1
	-
	-
	3/11
	210
	
	
	210
	No.3 Synch at 1634, tripped at 1637 trans. No.3 prog maint.

No2 Seal hish temp No.1 ignition. 

	
	
	
	
	
	
	18/12
	
	
	
	
	

	Nassirya
	C.O
	4
	3
	140
	140
	11/11
	100
	
	
	380
	No.3 Prog. maint.

	
	
	
	
	
	
	15/12
	
	
	
	
	

	Najebia
	N.G +

C.O
	2
	1
	
	
	
	4/11
	90
	
	90
	No.4 Prog. maint. 

	
	
	
	
	
	
	
	22/12
	
	
	
	

	Hartha
	N.G +

C.O
	4
	1
	140
	
	
	23/10
	
	
	140
	No.4 Progr. maint.

	
	
	
	
	
	
	
	23/12
	
	
	
	

	
	
	
	
	
	
	
	Total
	1212
	


B – Gas Power Stations 








 C – Hydro Power Stations
	Power Stations
	No. of Units
	No. of Operating Units
	Station load

MW
	Fuel use

 Gas press


	Remarks
	Power Stations
	No. of Units
	No. of Operating Units
	Station load

MW
	Discharge

M3/S

	Baiji
	2
	1
	120
	G.O
	No.2 . unsufic fuel.
	Musil Dam Main
	4
	3
	320
	

	Quds
	2
	-
	-
	G.O
	No.2 Stopped at 2121 
	low fuel level.
	Musil Dam reg
	4
	3
	30
	450

	
	
	
	
	
	No.1 Stopped at 2310
	
	
	
	
	
	

	Mosil
	12
	7
	115
	30
	No.1 Rotor defec..

No. 2  No.8 Bearing high temp.

No.4 Cooling weter leak.

No. 3 Prog. maint.
	Musil Pumping
	2
	-
	-
	

	Dibis
	3
	-
	-
	30
	No.(4 .5. 6). Rehab.
	Haditha Dam
	6
	2
	130
	300

	Old Mulla
	12
	5
	60
	560
	No.1 Gas control No.2 servo + C/B. No.5 Prog. maint. No.12 Rehab. No 7 prog mints.  No.6 Acc. Gear, No.9 Synch 1022
	Samarra
	3
	2
	38
	400

	New Mulla
	6
	4
	140
	2.9
	No.4 cooling pump

No.6 Generator defect.
	Himrin
	2
	1
	22
	90

	Taji
	7
	4
	55
	19
	No.7 Rehab. No.4 Turbine.

No.3 Compressor. 
	Hindia
	4
	3
	5
	100

	M. Taji
	2
	-
	-
	-
	No.(1+2) software.
	Kufa
	4
	-
	-
	

	Dura
	4
	3
	68
	16
	No.3 Rehab. 
	
	
	Total
	545
	

	Hilla
	4
	4
	70
	32
	
	System Generation = 63634
	MWh

	Najaf
	3
	2
	99
	30
	No.1 Synch at 1301.

No.2 prog. maint.  
	Syrian Line Generation = 1309
	MWh

	Khor
	4
	3
	115
	NG
	No.4 Rehab.
	Turkey line Generation = 1947
	MWh

	
	
	
	
	
	
	Total Generation = 66890
	MWh

	Shuaiba
	2
	1
	5
	NG
	No.1 Stand by.

No.2 Vib.
	System peak Load = 2793
	MW

	M. Shuaiba
	2
	-
	-
	NG
	
	Syrian Line Peak Load = 28
	MW

	Petro
	4
	1
	10
	NG
	
	Turkey Line Peak Load = 80
	MW

	M. Dibis
	4
	-
	-
	NG
	
	Total Peak Load = 2978
	MW

	Mossil East
	5
	-
	-
	G.O
	
	Equv. Peak load = 2978+2280+232 = 5490
	MW

	Hmam + Zafranya
	7
	-
	-
	GO
	
	Baghdad Load = 770
	MW

	Diesel
	Sets
	Sets
	-
	GO
	
	
	

	
	
	Total
	857
	
	
	
	



NG: Natural Gas             FO: Fuel oil                        CO: Crude oil                               
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Gas press: Natural Gas           GO: Gas oil         FO: fuel oil           CO: Crude oil





Programmed maint.








